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1. Introduction
Usually, cogeneration is defined as combined production of power and thermal energy from
the same fuel source, represented by natural gas, liquid fuel, refinery gas, etc. In conventional
energy production the efficiency is approximately 40 %, but through cogeneration it can reach
even 90 %. Fuel supply and increased performance requirements, environment concerns,
continuously variable market conditions have contributed to the development of the gas
turbines. The performances, exploitation costs, safety in operating conditions have made these
installations to be selected for cogeneration processes.
2. State of art
Gas turbine systems operate on the ideal thermodynamic cycle (consisting in two isentropic
and two isobars) represented by Brayton cycle. The real Brayton cycle consists in quasiadia‐
batic expansion and compression processes, but unisentropic, and the heat transfer processes
are not isobar processes, due to flow pressure losses. In addition, the air and hot gases are not
perfect gases and not have the same flow rates. Brayton cycle thermal efficiency depends on:
compression ratio; ambient temperature; air temperature at turbine inlet; compressor efficien‐
cy and turbine components efficiency; blade cooling requirements; increased performance
systems (exhaust gases heat recovery, intercooling, intake air cooling, afterburning imple‐
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mentation, fluids injection – water/steam, etc.). The main parameters that define the operating
thermodynamic cycle of gas turbine installations (usually disclosed by the suppliers in
catalogues) are the temperature at the gas turbine inlet (T3) and the compression ratio.
Generally, gas turbine manufacturers declare performances without taking into consideration
the inlet and outlet pressure losses. Gas turbine installations performances are affected by the
variation of these parameters as follows [2]: temperature increase at the gas turbine inlet leads
to an increase in power and efficiency; the efficiency becomes maximum at a given value of
the compression ratio (in T3=const. hypothesis); there is a value of the compression ratio for
which the power is maximum (T3 and compressor intake air flow rate remains constant). The
productivity of a gas turbine cogeneration group depends on the quantity of heat recovered
from the turbine exhaust gases (approximately 60-70 % from the fuel energy). This is achieved
by adding a heat recovery steam generator in order to supply hot water or steam. Determining
factors in total efficiency of the cogeneration group are the gas turbine outlet temperature and
the temperature at the stack of the heat recovery steam generator. The combination tempera‐
ture at the gas turbine inlet – compression ratio determins the outlet temperature. The gas
turbine, being located at the upstream of the heat recovery steam generator, significantly
influences the cogeneration group performances. The air is induced by the gas turbine
compressor in ambient conditions imposed by the location of the cogeneration plant. Com‐
pressor inlet temperature and intake air density dictates mechanical work required by the
compression process, the fuel and quantity of fuel to be used in order to obtain the necessary
temperature at the gas turbine inlet (T3). Consequently, output power, efficiency, exhaust gases
mass flow and outlet temperature (respectively the quantity of heat recovered) are influenced
by ambient conditions [3]. The location of the gas turbine cogeneration plant imposes climatic
conditions and requires adequate technical solutions in order to ensure performances.
Generally, for cogenerative applications, the gas turbine is designed to operate in standard
conditions, established by the International Standards Organization and defined as ISO
conditions: 15 0C, 1.013 bar and 60 % humidity. During summer season air temperature rises
and its density decreases, leading to a decrease in the intake air mass flow; consequently
decreases and power output because it is proportional to the intake air mass flow rate. Without
taking supplementary measures, both gas turbine output power and efficiency drop. In the
scientific literature there are various papers that deal with the gas turbine’s performance
dependence of the intake air temperature variation [3-10]. In [4] it is shown that: an increase
of 10 0C at the compressor inlet reduces the gas turbine outlet power with 18%; in comparison
with the operation during winter season, the increase of ambient temperature leads to a
decrease in gas turbine plants power output with 25-35%, also leading to an average increase
of the consumption of 6%. The effect of intake air temperature over the performances differs
from one gas turbine to another, but, generally, aeroderivative gas turbines are more sensitive
to this phenomenon than the industrial gas turbines [5]. During summer season, when the
days are long and hot, the power requirements increase for the residential spaces ventilation,
offices, store rooms, etc. Additional energy consumption can be ensured by starting other
backup groups, or compensating the loss of power through various other methods. The usual
compensation methods of power loss are [6, 7]: compressor inlet air cooling (pre-cooling),
intermediate cooling (intercooling), using recovery cycle. Mainly there are two basic com‐
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pressor inlet air cooling methods: evaporative cooling (with evaporative media cooling or
water injection in the inlet air-fogging); refrigeration system cooling [8]. For a 79 MW gas
turbine, equipped with a fogging cooling system, the researches conducted at Mashhad (in
Iran) showed that during a day, the maximum increase in power is achieved in the afternoon,
when the temperature is higher and relative humidity is lower [9]. Inlet air cooling systems
analysis in order to be applied to a gas turbine V94.2, in terms of efficiency increase, led to the
conclusion that the fogging cooling system meets the design requirements and leads to an
increase in power output of approximately 6 MW [10]. With the help of GT PRO software the
performances of a 100 MW gas turbine model were analyzed, for a various types of inlet air
cooling systems, and it had been reached that a decrease of air temperature of 1 0C (in the 25-35
0C interval) leads to an increase in power output of approximately 0.7 MW [11]. For a gas
turbine cycle, with intermediate cooling (intercooler), the decrease of inlet air temperature
causes the output power to rise and the intercooling leads to a 5-9% gain of power and a 8%
reduction in fuel consumption [12]. Reduction of fuel consumption represents a priority both
for industrial gas turbine manufacturers and also for the civil aviation. The search is on for
new materials that meet the requirements imposed by the higher strains of the gas turbines
[13] and also the development of new technologies, including technological transfer from
aviation domain to power generation domain. Thus, in aviation, afterburning is used in order
to increase traction of supersonic engines. The introduction of afterburning into cogenerative
applications leads to an increase in flexibility and global efficiency of the cogeneration group.
Afterburning application is possible due to the fact that exhaust gases at turbine outlet have a
11-16% (volumes) content of oxygen [14]. The afterburning installation, located between the
gas turbine and the heat recovery steam generator, interacts with the gas turbine but influences
the heat recovery steam generator operation especially [14, 15]. To increase the performance
of gas turbine cogeneration groups research focused specifically on [16]: increase in burning
temperature; increase in compression ratio; improving the methods of design, cooling and
burning technologies, and also advanced materials; technological transfer from the aviation
domain in the industrial gas turbine domain and conversion of aviation gas turbine (with
outdated lifetime) to energy conversion; integrated systems (combined cycles, compressor
inlet air cooling, intercooling, turbine exhaust gases heat recovery, afterburning implementa‐
tion, chemical recovery, etc.). Following the direction displayed in the field, the chapter
integrates data from scientific literature with research developed at INCDT COMOTI Buchar‐
est, regarding gas turbine inlet air cooling and afterburning application, as base methods for
increasing performances and flexibility of cogenerative group.
3. Influence factors and methods of increasing performances in gas turbine
cogenerative groups
For a combined cycle (considering as variables ambient temperature, gas turbine outlet
temperature and stack temperature) it is shown that the dominant factor in global efficiency
rise is stack temperature [17]. Obtaining a high efficiency involves the optimization of the entire
cogenerative plant (gas turbine, afterburning installation, heat recovery steam generator, etc.).
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The efficiency must be maintained even at partial loads (even under 50%) in variable conditions
modification. In general, although the target is obtaining a maximum efficiency, nevertheless
an adequate flexibility to process requirements is desired, the afterburning installation
contributing to this.
3.1. Influence factors
Ambient parameters (humidity, pressure, temperature) can vary significantly depending on
geographic location and season, affecting air density and implicitly the gas turbine cogenera‐
tive group performances. In the past, the effect of air humidity was neglected but the increase
in gas turbine cogenerative groups power and the introduction of water/steam in the com‐
bustion chamber made this effect to be reconsidered. Thus, some authors [18] consider that air
relative humidity (even at temperatures higher than 10 0C) has a neglectable influence over
the gas turbine output power (as the other performance parameters). This leads to the fact that
in some calculus (especially when the results are presented in correlation to ISO conditions)
the variations in atmospheric humidity and pressure to be neglected. Others consider that due
to the fact that water content modifies thermodynamic properties of inlet air (density, specific
heat), at certain gas turbines (depending on specific processes) the performances may increase
when humidity rises and in the case of some gas turbines the performances may decrease in
the same conditions [19]. However, the increase in relative humidity leads to a significant
reduction of NOx emissions [20].
Ambient pressure is defined by the conditions from plant location, altitude modification
leading to air density modification and implicitly to power output variation. Thus, 3-4% losses
occur for each 304.8 m (1000 ft) rise in altitude [21].
Power and efficiency of the gas turbine group decrease along with ambient temperature, in
figure 1 linear approximate variations being presented. Specific fuel consumption increases
with the ambient temperature rise [22].
Gas turbines operate on a wide variety of gaseous fuels (natural gas, liquefied natural gas-
LNG, liquid petroleum gas-LPG, refinery gas, etc.) and liquid fuels (kerosene. no. 2 diesel, jet
A, etc.). Using a certain type of fuel for the gas turbine has a profound impact both on the
design and also on material selection. Usage of liquid fuels imposes: ensuring burning without
incandescent particles and residues on the combustor and turbine; reducing hot gas corrosive
effect due to aggressive compounds (sulphur, led, sodium, vanadium, etc.); resolving pump‐
ing and pulverization (filtering, heating, etc.) issues. In case of using gaseous fuels, a simpler
solution is presented due to their higher thermal stability, higher heating power, lack of ash
and smut. However, in order to ensure pressure level (required by the gas turbine, afterburning
installation, etc.), water and various impurities elimination implies a control-measuring station
for the gaseous fuels used (natural gas in the case of cogenerative plant 2xST18 – Figure 2).
Although the main fuel for the operation of gas turbine cogenerative groups is natural gas, the
economic rise and environmental requirements issued an alternative. The gas turbine can be
designed to operate on a variety of fuels, but the rapid transition to other fuel operation,
without machine damage or exceeding the level of emissions, still remains an issue subjected
to study.
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Figure 1. Power output (left) and efficiency (right) variations versus ambient temperature, at a simple gas turbine cycle
Interchangeability at gaseous fuel gas turbine cogenerative groups, represents the ability to
change a fuel with another one, without affecting the application or the equipment in which
the gaseous fuel is burned [15]. At a constant fuel composition (in the case that the holes
through which the fuel passes to the burner have fix dimensions), the quantity of heat delivered
by the burner is proportional with the mass flow and heating power. When the composition
varies and it is the problem of replacing a fuel with another equivalent, Wobbe index (after
John Wobbe-engineer and mathematician) is used as comparison criteria. It is defined as ratio
of the lower heating value (LHV) and the square root of relative fuel density respectively, in
relation to air (drel):
= 0.5/( )relWo LHV d (1)
r r= /rel comb aird (2)
Thus, two gaseous fuels (with different chemical compositions), with the same Wobbe index,
are interchangeable and the quantity of heat delivered to the equipment is equivalent at the
same fuel supply pressure. In order to take into account the fuel temperature, a Wobbe
temperature corrected index can be used. According to [23], two gaseous fuels are interchage‐
able if the following relation is satisfied:
æ ö æ öD = ç ÷ ç ÷D è ø è ø
2 2
2 2 1
1 1 2
p Wo A
p Wo A (3)
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where Δp1 and Δp2 represent the overpressures of gas 1 and gas 2 respectively, Wo1 and Wo2
– Wobbe indices of fuels 1 and 2, A1 and A2 – gaseous fuel injection nozzle surface areas. Δ    Δ                                                               
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Figure 2. Cogenerative plant 2xST 18 – Suplacu de Barcau (left) and afterburning installation (right) [14, 15]
Thus, the validation criteria of adequate replacement of one fuel with another equivalent fuel
are given by: self-ignition, flame temperature (with a high influence on NOx emissions
forming), flame speed, flashback, efficiency, NOx and CO emissions, flue gas dew point, etc.
Resolving gas turbine cogenerative group fuels interchangeability, by developing high
performance alternative fuel burning technologies, especially hydrogen, will have a major
impact over system and environment efficiency. Thus, the studies conducted on more fuels
(H2, CH4, C3H6, C6H6, CH3OH) revealed that [24]: hydrogen and methyl alcohol have the same
higher maximum efficiency than other fuels in the same operating conditions; hydrogen fuel
has the lowest specific fuel consumption in comparison with other fuels, followed by methane,
propen, benzene, and finally methyl alcohol; in the reheating cycle the increase in thermal
efficiency is lower than the increased in the intercooling cycle; hydrogen fuel is ideal promising
fuel in the gaseous plant which has greater thermal efficiency and greater improvement in the
performance of modified gas turbine power plant occurred with intercooling and heat
exchanger rather than simple and reheat cycle.
From the point of view of reusing aviation gas turbines for industrial purposes, the possibilities
of using liquid fuels are limited, leading to the development of new technologies on gaseous
fuels. Thus, the transition of a TV2-117A gas turbine engine from liquid to a gaseous fuel, in
order to benefit from landfill gas energy value, has been conducted in many stages: transition
from liquid fuel (kerosene) operation to gaseous fuel (natural gas) operation, thus obtaining
TA2 gas turbine engine; the transition of TA2 gas turbine engine from natural gas operation
to landfill gas operation, thus obtaining TA2 bio gas turbine engine. In order to obtain the two
gas turbine engines (TA2 and TA2 bio), numerical simulations were conducted in CFD
environment, constructive modifications and gas turbine test bench experiments in order to
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validate adopted solutions [15]. In this way, TA2 gas turbine engine was integrated in the
structure of afterburning installation test bench facilities, from INCDT COMOTI Bucharest
(figure 3).
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Figure 3. TA2 gas turbine engine mounted on the stand (left) and afterburning installation (right)
Efficiency and reliability are two major parameters that are taken into account since the
beginning of a new gas turbine cogenerative group design. In order to obtain a higher efficiency
(in balance with cost and reliability), the design team must reach a balance between burning
temperature rise and compression ratio, special material selection and complicated cooling
systems, customer’s specification, etc. Based on a continuum dialogue with Siemens custom‐
ers, as far back as the predesigned stage, a 36 MWe SGT-750 gas turbine was elaborated [25].
It can be used both in cogenerative applications as well as driving different equipment, stable
operation at partial load but also allows the transition to another fuel (operates on dual fuel).
Since 2002, Siemens began focusing attention to reliability, so that they give up the high
pressure tambour from the recovery boiler (usually used in order to prevent high thermal
tensions, a long period of time is imposed in order to reach a certain temperature). Regarding
efficiency, flexibility and emission reduction at gas turbine cogenerative groups, important
steps were achieved towards: integrating low NOx burners, lifecycle was analyzed in order to
increase efficiency, maintenance interval was enlarged and the transition from one fuel to
another was improved at polifuel groups.
3.2. Methods of increasing performances
The development of gas turbine application in various regions of the globe, encouraged
researchers to find new methods of increasing performances and to apply new cooling
technologies to compressor inlet air, specific to the location. Actually the advantages of inlet
air technology application are represented by power losses prevention, losses that occur when
ambient temperature exceeds 15 0C (ISO design temperature), and fuel usage efficiency. In
general, the studies of selecting a new method of cooling air take into account each method
(see chapter 1) and compare them with a reference case [8]. Evaporative cooling systems imply
lower investments, operating and maintenance costs than refrigeration systems but the
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increase in gas turbine performances is lower. Evaporative cooling system is based on the
transition of an air flow through a water soaked environment, system efficiency depending on
the surface area of the water soaked environment exposed to air and exposure time. The system
is efficient in low humidity regions. In the case of fogging system, the demineralized water is
sprayed in the gas turbine inlet air flow, through high pressure nozzles (70 – 200 bar). Figure
4 shows a fogging system, located downstream of the filtering system, in a gas turbine. The
air induced through the filtering system reaches the suction chamber, where the water, sprayed
in fine droplets (<30 microns), is evaporated in the air flow and produces a cooling effect. In
general, the water injected mass flow required represents 2 % from the inlet air, depending on
the ambient parameters (temperature and humidity).
Figure 4. Fogging system scheme, located downstream of the filtering system
Water injection system (with fog) has the advantage of lower pressure drops, higher efficiency,
lower refurbishment costs but requires demineralized water, parasite loads occur due to water
injection pumps and the control system is complex. Fogging systems, increasingly popular in
time, are capable of cooling gas turbine intake air to the temperature of the wet-bulb ther‐
mometer, being more efficient than the ones with evaporative media. Although significant
investments are required, refrigeration cooling systems (mechanical, absorption, storage) can
practically maintain any temperature of gas turbine intake air, recommended in variable
humidity regions. In general, fogging system are designed to operate in such a way that the
formed droplets should evaporate until entering the compressor, in order to avoid blade
damage. In some cases overspray phenomenon can occur (a certain amount of water would
not evaporate until entering the gas turbine). In this way overspray phenomenon is similar
with water injection between compressor stages (intercooling phenomenon occurring). In
certain operating regimes it is possible that evaporative cooling (upstream of the compressor)
combined with overspray phenomenon (intercooling) lead to compressor aerodynamic
instability (although intercooling effect is added to evaporative cooling) [26]. Combining
overspray phenomenon with the usage of a low power heating fuel, steam injection in the
combustion chamber or a high level of blade wear can lead to catastrophic results for the gas
turbine. Some authors [27] consider that at gas turbine cogenerative cycles, intercooling is
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recommended, in order to reduce high pressure compressor stage power consumption. Thus,
the factors that need to be taken into account when adopting a new technology of cooling the
inlet air are [28]: plant configuration (gas turbine engine can be used within an open cycle, a
cogenerative cycle, a combined cycle with high operation – intermittent or basic); the amount
of compressed air per kW (requiring a small amount of compressed air the cooled air required
decreases and, implicitly, exploitation costs decrease), the ambient air enthalpy at given
conditions by the design (selecting a high enthalpy of air per kg of dry air leads to a large
cooling system, with high exploitation costs); air cooling temperature (for each gas turbine
engine model exists an optimum cooling temperatures at given environment conditions).
Although the integration of an afterburning installation (figure 2 and 3) can lead to an increase
in cost (with approximately 10-15 % from the cost of the heat recovery steam generator) certain
advantages are highlighted: an increase in steam amount at the heat recovery steam generator;
thermal energy can be managed more easily; steam amount efficiency, depending on techno‐
logical process requirements; the heat recovery steam generator can operate even at gas turbine
shutdown; it can compensate ambient parameter variations; in some cases can contribute to
NOx emissions reduction by interacting with gas turbine emissions; can burn other fuels
usually inadequate to gas turbines (biogas, furnace gas, flammable gases resulted from
gasification, etc.).
4. Theoretical research developed at INCDT COMOTI Bucharest
At INCDT COMOTI Bucharest, theoretical research approached issues concerning: processes
regarding water spray in gas turbine intake; intercooling; influence of air cooling over gas
turbine performances; thermogasodynamic processes from the afterburning installation’s
burner.
Thus, in order to understand the phenomenon of cooling air at water spraying through an
impact body nozzle [29], numerical simulations in CFD environment were conducted, with
the working domain consisting in air (gas) and water (liquid). In the first version the impact
body (a cone with 1.2 mm base and generator lines) was not taken into account. In the second
version the cone was positioned, firstly, at 0.4 mm towards the pipe’s end, then moved at 0.8
mm, and 1 mm respectively. Sprayed water reaches in the calculus domain (a cylinder of 1m
in diameter and 2.5 m in length) through a 1.2 mm diameter and 12 mm length pipe positioned
along the cylinder’s symmetry axis. In order to capture as accurately as possible the turbulence
phenomenon that occurs in the cone and pipe area, at the same time with water flow sprayed
around the cone, the mesh was refined (figure 5).
Also, along the pipe and cone walls boundary layers were created, in order for an accurate
capturing of the flow near the walls. Water is sprayed into the atmosphere with an axial speed
of 15 m/s, as droplets of 100 μm diameter, having a temperature of 288 K. Boundary conditions
for the cone and pipe are of smooth adiabatic wall type. The turbulence model used was k-ε.
Work methodology was based on the model described in [30]. Numerical simulation results
The Influence of Inlet Air Cooling and Afterburning on Gas Turbine Cogeneration Groups Performance
http://dx.doi.org/10.5772/59002
37
are presented in figures 6 and 7, highlighting the spray without impact body and with impact
body positioned at 1 mm distance from the pipe outlet.
             
                           
                           
           
                                     
                                 
                                             
                                             
                                         
                                       
                                         
                 
   
                                       
                                           
                                   μ            
                                      ‐ε  
                                   
                                       
 
   
                                       
   
                                   
                                         
Figure 6. Detail regarding temperature field at water output: without cone (left) and with the cone positioned at 1 mm
distance (right)
Figure 6 reveals that cone insertion leads to pronounced water jet flaring. Cone position
modification has a minimum effect over the water spray flare angle. For a better observation
of sprayed water jet along the calculus domain, 300 mm in diameter planes were created
(comparable with TA2 gas turbine engine intake-figure 3) along the symmetry axis corre‐
sponding to z axis coordinate of 0.5 m, 1 m, 1.5 m, 2 m, and 2.5 m respectively.
Figure 7 shows that in case of numerical simulations without the cone, the water jet is direc‐
tioned along the symmetry axis, while in case of impact body numerical simulations the water
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Figure 5. Calculus mesh at the inlet zone of sprayed water in the domain (left) and around the cone (right)
Gas Turbines - Materials, Modeling and Performance38
jet is more dispersed, as expected. In the case of numerical simulations without the cone, the
average temperatures decrease more rapidly.
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Figure 7. Temperature field in different cross planes: without cone (left) and with the cone positioned at 1 mm distance
(right)
Compressor performances are influenced by flow steadiness at the rotor outlet, more specifi‐
cally if the flow angle varies from hub to shroud than the flow within the diffuser will be
unsteady and will lead to separations on the blade vane. Also, the flow at the tip of the blade
and at the centrifugal rotor outlet is intensily distorted and unsteady. In order to quantify the
impact of intercooling on a two stage compressor, a CFD study was conducted in which the
second stage inlet temperature was reduced. Performance impact was monitored, in compar‐
ison with the case in which between the two compression stages no cooling was applied. Thus,
two CFD analyses were conducted, in which the total inlet second rotor temperature was
considered 460 K, for the case without cooling between the compression stages and 313 K, for
the case with cooling.. The calculus mesh for this case is a structured mesh and has approxi‐
mately 1 million elements. The walls are considered to be adiabatic, waterproof and velocity
at wall is considered to be zero. In order to improve calculus time, a single channel has been
considered (rotor consisting in 15 blades and 15 splitters), using the periodicity function. For
spatial discretization was used a second order scheme. A compressible flow was considered
in calculus, the governing equations being written as Reynolds Averaged, time and mass
averaged. Shear Stress Transport k-ω was considered as turbulence model. SST k-ω model is
based on tangential tensions transport. With the help of this turbulence model, accurate results
and separation zone dimension (that forms under the influence of high pressure gradients)
can be obtained. The results are presented in figures 8-10.
Analyzing the CFD simulations results, it can be observed that along with temperature
reduction at rotor inlet, streamlines in the rotor indicate that a recirculation zone is forming
on the splitter. This shows that flow angles in the rotor have changed, fact that led to boundary
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layer separation in the case of intercooling (figure 8). Also, it can be observed (in meridional
plane) the fact that Mach number rises at the rotor outlet, from 0.88 in the case without
intercooling to 1.055 in the case with intercooling (figure 9).
Figure 9. Mach number in meridional plane, in the cooling case (left) and in the case without cooling (right)
Another difference can be observed also in outlet rotor total pressure, the pressure increases
in the case of intercooling (figure 10). Thus, at centrifugal rotor outlet, in the case of intercool‐
ing, an increase of 0.2 in Mach number can be observed, reaching 0.938. This indicates a
transonic regime at rotor outlet. Corroborated with the fact that the flow angle at rotor outlet
reached 12.720 from 17.7130, it means that the existing stator must be redesign.
Figure 8. Streamlines, at 50 % of blade height, measured from the hub, in the case of cooling (left) and in the case with‐
out cooling (right)
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Figure 10. Total pressure in meridional plane, in the cooling case (left) and in the case without cooling (right)
In general, the performances of a turboshaft engine is compared with the ones given by ideal
cycle calculus, thermodynamic analysis including thus, the ideal gas turbine work range. Gas
temperature at turbine inlet, as gas turbine outlet section and outlet pressure, are equal in the
case of ideal and real gas turbine [31].
Thus, the main configuration to be taken into account for thermodynamic analysis is the one
for a monorotor turboshaft engine, with two high and low pressure compressor stages, coupled
with a turbine that includes both gas generator stages, as well as power shaft supply stages.
For performance calculus, the above configuration is considered (figure 11-left) and intercool‐
ing configuration (between compressor low and high pressure stages – figure 11 right). The
heat exchanger, that provides intercooling, decreases air temperature in the high pressure
compressor inlet section at 40 °C (313 K). Intercooling application decreases the mechanical
work consumed by the compressor, without affecting the mechanical work produced by the
turbine, leading to an increase in the mechanical load available at the output shaft [32]. In
thermodynamic analysis, for the two gas turbine engine configurations presented above, a
series of parameters were imposed for operational purposes. The calculus method used is in
accordance with [33]. Common conditions to both configurations refer to: ambient tempera‐
ture, whose variation influences gas turbine performances (shaft power, thermal efficiency,
specific fuel consumption); gas temperature in the turbine inlet section, having the same value
in all the cases presented, does not vary with ambient temperature, parameter imposed by
turbine alloy properties; turbine outlet pressure, in order to ensure exhaust, in the context of
pressure losses on the exhaust; burned gases pressure at the exhaust outlet so that the gases
can pass through the heat recovery steam generator; coefficients of pressure, speed, energy
losses with compressor and turbine efficiencies, and compression ratio (in initial configura‐
tion), low pressure compressor (in intercooling configuration) respectively are considered
constant. In addition, for the configration that includes intercooling, the following parameters
are imposed: temperature at high compressor inlet, the same for all calculus cases, that allows
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the use of a low temperature resistant material and allows to obtain a high compression ratio
at the same mechanical work consumed on the second compressor; the pressure loss coefficient
in the heat exchanger; air pressure at combustion chamber inlet, that derives from total
compression ratio imposition. In these conditions, the gas turbine output power variation
depending on the inlet air temperature (for the various compression ratio), for simple config‐
uration and intercooling and for different compression ratios, is presented in figure 12.
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(0 – intake inlet; 1 – compressor inlet (low pressure compressor); 21 – heat exchanger inlet; 22 – high pressure compres‐
sor inlet; 2 – combustion chamber inlet; 3 – turbine inlet; 4 – exhaust inlet; 5 – exhaust outlet)
Figure 11. Gas turbine engine configurations – general schemes
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Figure 12. Gas turbine output power variation versus inlet air temperature (at the various compression ratio), for sim‐
ple configuration and intercooling-IC
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It is noticed a decrease of shaft power and thermal efficiency, simultaneous with an increase
in specific fuel consumption, at an ambient temperature increase, phenomenon that occurs for
all cases in which thermodynamic analysis was conducted, both in the initial gas turbine
configuration, as well as in intercooling. For the initial configuration, a pronounced variation
occurs with ambient temperature increase, easily noticeable in the case of high compression
ratios. In the case of intercooling gas turbine, performance variation is approximately linear
for all the three compression ratios, with a decrease in power of 2.5 % for each 5 degrees of the
environment.
In the field of afterburning, the theoretical research has soughed: to obtain a reduced pollutants
afterburning installation, in comparison with the existing cogeneration power plant 2xST 18
(figure 3); afterburning installation flexibility when supplied with gaseous fuels; to study the
influence of water spraying into the gas turbine’s combustion chamber upon the afterburning
[14, 15]. Thus, the numerical simulations performed in CFD environment have showed that
(at nominal conditions), by modifying the afterburning module of the cogenerative plant 2xST
18, the NOx concentration in the exhaust gases is lowered three times [14, 15]. The base module
of the cogenerative plant has been mainly modifying by flaring at 15° and by introducing a
concentrator.
5. Inlet air cooling installation and afterburning integration within gas
turbine cogenerative group — Future research
Gas turbines usually function with high air excess, between 3 and 6 at nominal regime, and
even higher at partial-load regimes [34]. This enables the use of an afterburning module, but
the control of the air/fuel mixing requires the minimization of the air excess. Thus, reducing
the exhaust emissions must be balanced against providing the cogenerative group’s perform‐
ances in a flexible manner.
5.1. Efficiency-emissions binom
The main pollutant emissions produced by gas turbines consist of: nitrogen oxides (NOx),
carbon monoxide (CO), volatile organic compounds (VOCs). Gas turbines typically operate at
high loads which make their design for optimum combustion and maximum efficiency to be
made at nominal load. Controlling the concentration of all pollutants is difficult in the
conditions of variable loads operating. In high loads operating regimes the concentration of
NOx is higher, while in lower loads operating regimes (under 50 %) the thermic efficiency
decreases and the concentrations of CO and volatile organic compounds increase. Thus the
factors which determine the formation of pollutants in the exhaust gases are [14, 15]: the
temperature and the excess of air in the primary zone; the process homogenization degree in
the primary zone; the combustion process products residence time; the “freezing” character‐
istic of the reaction near the fire tube; etc. To decrease the emissions of NOx is necessary to
reduce the temperature in the area in which the combustion reaction takes place and in the
high temperature zones, respectively to rethink the distribution of the air flows (combustion
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in stages). The final version of the gas turbine’s combustion chamber will be a compromise
between the level of the pollutant emissions, performance and flexibility. Depending on the
combustion temperature, in figures 13 and 14 are represented the NOx and CO emissions levels
typical for a class of industrial gas turbines, using different fuels and at various operating
regimes [35]. The high CO emissions level indicates an incomplete combustion and a decrease
in efficiency. From figures 13 and 14 it can be observed that for temperatures up to 760 0C, the
levels of NOx and CO are comparable (especially for natural gases), while in the case of higher
temperatures the NOx emissions increases rapidly, while the CO emissions level remains
practicly constant. By comparison, in the case of micro gas turbines, operating at 70-100 %
loads, the CO emissions are low (figure 15) but they increase fast when operating at under 70
% load [36]. In the case of micro gas turbines the NOx emissions level are low over a wide range
of operating regimes (30-100 % load). Adding a heat recovery steam generator and a cooling
system for the intake air (with fog) could be a solution for increasing the performance and
decreasing the influence of high temperature in the summer. The high content of vapours in
the combustion gases (by injection of water/steam) leads to: acid corrosion (when using fuels
which contain sulfur); increase thermal solicitations of the combustion chamber, reduce the
heat recovery level, etc. The exhaust gases flow at the gas turbine exit is turbulent and uneven
in the transversal section. Thus there might appear reverse flows in some areas of the heat
recovery steam generator transveral section. The unevenness of the flow at the combustion
chamber exit and the variation of the exhaust gases compozition influence the functioning of
the afterburning module. Thus the afterburning is influenced in terms of efficiency, pollutants,
flame stability but also in terms of corossion of the elements subject to the action of the exhaust
gases. Generally, for a good design of the exhaust gases flow into the heat recovery steam
generator, the following factors must be taken into acount [15]: the geometry of the gas turbine
exhaust and its direction; the size of the heat exchange surfaces; the position of the afterburn‐
ing; masic flow and mean speed at the gas turbine exit; local speeds near the walls and at the
entrance of the first heat exchange surface. In general the gas turbine’s evacuation is not directly
coupled with the heat recovery steam generator; after leaving the evacuation of the gas turbine
(in the case of the cogenerative power plant 2xST 18 – Suplacu de Barcau, figure 2), the exhaust
gases pass through a silencer, a by-pass assembly, an adaption section to the afterburning and
then they reach the afterburning chamber. An uniform distribution of the flow in the trans‐
versal section insures a proper functioning of the heat recovery steam generator, especcially
of its overheater. This creates the necessary premises to ensure low emissions for the cogener‐
ative group. If the exhaust gases coming from the turbine or the air flow are not evenly
distributed, in the same way as the fuel, serious variations of the temperature can appear
downstream of the burner.
In general, the variation of the speed (upstream of the burner), on 90 % of the burner section,
mustn’t exceed ± 15 % of the mean speed on the whole transversal section. In reality the exhaust
gases temperature, downstream of the burner, will never be perfectly uniform. Even with a
perfect distribution of the gas flow in the turbine, upstream of the burner, the temperature of
the gases in the zone of each afterburning module will be higher than the temperature in the
areas between the modules. These requirements must fall in the market trends, where (in terms
of fluctuation of the electricity and fuel prices) the flexibility in functioning has become a major
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Figure 13. NOx emissions variation for a class of industrial gas turbines - © 2010 Richard 'Layi Fagbenle. Originally
published in [35] under CC BY-NC-SA 3.0 license. Available from: http://dx.doi.org/10.5772/10206
Figure 14. CO emissions variation for a class of industrial gas turbines - © 2010 Richard 'Layi Fagbenle. Originally pub‐
lished in [35] under CC BY-NC-SA 3.0 license. Available from: http://dx.doi.org/10.5772/10206
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subject, new concepts being imposed. Increased flexibility aims [37]: rapid start and stop; rapid
change of the load; increase reliability in the case of quick start and load predictability;
frequency control and of auxiliary services.
5.2. Experimental research conducted at INCDT COMOTI Bucharest
The experimental research carried out at INCDT COMOTI Bucharest, in close relation with
the theoretical research (see chapter 4), have concentrated on: obtaining an afterburning
installation on gaseous fuel, with low emissions; the realization of water spraying systems and
their testing; experimenting water injection in the intake device of the gas turbine, at nominal
functioning regime.
The numerical simulations carried out in CFD environment show that, by modifying the
afterburning module of the cogenerative power plant 2xST 18, three times lower NOx emissions
can be obtained at nominal functioning regime [14, 15]. Up until now there have been carried
out comparative experiments (figure 16) using gaseous fuel, at partial load (3 % of the nominal
load). Thus the experiments at partial load show a reduction of the NOx emissions with 30 %.
From figure 16, right, it can be observed that the flame better fills the fire tube of the new
afterburning module, and the temperature field is more uniform, being in good correlation
with the results.
Before beginning the experiments regarding the effects of water injection in the intake device
of the TA2 gas turbine, there has been studied the form of the water spray jet using a liquid
fuel atomizer from TV2-117A gas turbine (figure 17). In these tests there has been chosen the
atomizer circuit which ensures a droplet diameter (figure 17 left) comparable with the
dimension of the gas turbine’s intake device (figure 18 left). During the tests the water
(untreated) has been sprayed at a pressure of 30±0.5 bar, the atomizer being position on the
TA2 gas turbine axis. The distance between the atomizer and the gas turbine intake has been
varied between 1500 mm and 2000 mm. The testing rig is composed by: TA2 gas turbine,
 
                       
                                  
                                               
                                   
                                         
                                         
                                     
                                 
                                           
             
             
                                 
                               
                                   
         
                                 
                                   
                                       
                                             
                                           
                     
Figure 15. NOx (left) and CO (right) emissions variation for a class of micro turbines - © 2010 Flavio Caresana, Gabriele
Comodi, Leonardo Pelagalli, Sandro Vagni. Originally published in [36] under CC BY-NC-SA 3.0 license. Available
from: http://dx.doi.org/10.5772/10211
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natural gas afterburning installation – positioned on the vertical, water spraying instalation,
command and data acquisition chamber. The emissions measurement has been realized using
the Horiba PG 250 gas analyzer, positioned on the stack (the exit of the afterburning chamber
– figure 18 right). The experiments conducted on the TA2 gas turbine, using gaseous fuel, have
been carried out at starting regime (10500±6 rpm; 75±5 Nm3/h natural gas flow).
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Figure 17. Water spraying tests, using a liquid fuel atomizer from TV2-117A gas turbine
The mean temperature T3M (the gases mean temperature before the gas turbine) has been
determined using 17 thermocouples (figure 19 left), using the methodology presented in [15].
The free turbine speed has rezulted from the vibration analysis, data acquisition being realized
unsing module IEPE BNC Ni9233 (National Instruments). The exhaust gases temperature
(T5 – figure 19 right) has been measured using a thermocouple.
The experiments included several series of 20 minutes in which the gas turbine functioned at
starting regime (without the afterburning module), using natural gases as fuel (for 10 minutes
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Figure 16. Comparative analysis, in infrared, of the afterburning modules (the existing module on the 2xST power
plant – left; numerical simulation result – right) [15, 38]
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the gas turbine functioned without water injection, followed by 10 minutes of functioning with
water injection). The results regarding NOx emissions during the experiments conducted on
the TA2 gas turbine using natural gases as fuel, with/without water injection (the atomizer is
positioned on the gas turbine’s axis, at 1500 mm from the gas turbine’s intake device) are
presented in figure 20. The results obtained so far regarding water injection in the intake device
of TA2 gas turbine (for power increase) are more qualitative, although by introducing water
the speed of the free turbine is increased with about 20 rpm. Simultaneously with the intro‐
duction of water, temperatures T3M and T5 decrease with about 5 °C, and the NOx emissions
decrease with about 4 ppm. It is expected that the influences will be more conclusive when the
load of the gas turbine and the water quantity are increased.
                                     
                                  ‐          
                                     
                                       
                                         
                                         
                               
                                 
                                       
                                     
 
 
                    ‐      
                                 
                                   
                             
                         
 
 
                                   
                                   
                                   
                               
                                   
                                         
                                       
                                   
                                       
                                             
     
      thermocouples position for determining T  (left) and T  (exhaust device exit) 
Figure 19. The thermocouples position for determining T3M (left) and T5 (exhaust device exit - right)
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Figure 18. Experiments regarding the injection of water in TA2 gas turbine (left) and gas analyser PG 250 (right)
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After about 10 series of experiments, of 20 minutes each, the boroscopic examination of the gas
turbine didn’t revile any significant deposits. Possibly in the future it will be necessary to
appropriately treat the water injected in the intake device.
Figure 20. NOx emissions variation during the experiments carried out on TA2 gas turbine, with water injection in the
intake device
5.3. Future research
Future research to be conducted at INCDT COMOTI Bucharest will follow the general context
given by the efficiency-emissions reduction-flexibility triad, by numerical simulations and
experiments concerning: processes that take place during the cooling of the intake air;
combustion in the gas turbine and afterburning installation; increase of the efficiency and
pollutants reduction; flexibility regarding the used fuels.
6. Conclusions
1. The selection of a location for a gas turbine cogenerative plant imposes climatic conditions
and demands adequate technical solutions to meet performance requirements, especially
during summer season when inlet air temperature rises, leading to a decrease in power
output and efficiency.
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2. Water content modifies thermodynamic properties of intake air (density, specific heat)
affecting power output and heat mass flow resulted from the gas turbine. If in the past air
humidity was neglected, in present day cogenerative gas turbine power increase, but also
water/steam injection impose the need for it to be taken into account.
3. The main research directions in the area of cogenerative groups with gas turbines
efficiency increase are: combustion temperature increase; compression ratio increase;
improvement of design methods, combustion technology and advanced materials;
technological transfer for aviation domain to industrial turbines domain; integrated
systems (combined cycles, intake air cooling, exhaust turbine gases heat recovery,
afterburning, etc.).
4. Determinant factors concerning the overall efficiency of the cogenerative group are: gas
turbine exit temperature, temperature at the heat recovery steam generator stack; ambient
environment temperature. For these the most influential factor upon the increase of the
overall efficiency is the temperature at the heat recovery steam generator stack.
5. Operating flexibility of equipment has become a major subject. Gas turbines are designed
to function generally at nominal regime, in maximum efficiency conditions and minimum
pollutants. At cogenerative groups with heat recovery steam generator, for producing
technological steam, is preferable that the flexibility to the process demands to be achieved
using afterburning installation.
6. Theoretical and experimental research conducted at INCDT COMOTI Bucharest, allowed:
to be showed that, in the case of a gas turbine with intercooling, the performances variation
is approximately linear for a compression ratio between 10.2-16, with a power decrease
of 2.5 % for each 5 degrees increase of the environment temperature; to be obtained a
afterburning module with a 30 % reduction of the NOx reduction (at partial load) in
comparison with the existing cogenerative power plant 2xST 18 – Suplacu de Barcau; to
demonstrate the power increase and NOx emissions reduction when injecting water in the
intake device of TA2 gas turbine.
Acknowledgements
The research have been made based on contracts 22-097/2008, 22-108/2008 (Programme
“Partnerships in priority fields”) and 7N/2009, financed by Romanian Ministry of Education,
Research, Youth and Sports. The consortium involved in contracts 22-097/2008, 22-108/2008
includes several companies in Romania: INCDT COMOTI Bucharest, SC OMV PETROM SA,
UPB-CCT Bucharest, SC OVM-ICCPET SA Bucharest, SC ICEMENERG SA Bucharest, SC ERG
SRL Cluj, SC TERMOCAD SRL Cluj.
Gas Turbines - Materials, Modeling and Performance50
Author details
Ene  Barbu1*, Valeriu Vilag1, Jeni Popescu1, Bogdan Gherman1, Andreea Petcu1,
Romulus Petcu1, Valentin Silivestru2, Tudor Prisecaru1, Mihaiella Cretu1 and Daniel Olaru1
*Address all correspondence to: barbu.ene@comoti.ro
1 INCDT COMOTI, Bucharest, Romania
2 Politehnica University, Bucharest, Romania
References
[1] Technology characterization: Gas turbines, 2008, http://www.epa.gov/chp/docu‐
ments/catalog_chptech_gas_turbines.pdf (accessed 17 July 2014).
[2] Notiuni introductive privind ciclurile termodinamice ale motoarelor termice si turbi‐
nelor cu gaze. Diagrame entropice de stare, determinarea randamentelor termodina‐
mice, http://www.rasfoiesc.com/inginerie/tehnica-mecanica/Notiuni-introductive-
privind-c67.php (accessed 17 July 2014).
[3] Contemporary Cogeneration Technologies, http://www.energymanagertraining.com/
Journal/02112007/ContemporaryCogenerationTechnologies.pdf (accessed 25 June
2014).
[4] Abam F., Ugot I., Igbong D., Performance analysis and components irreversibilities
of a (25 MW) gas turbine power plant modeled with a spray cooler, American J. of
Engineering and Applied Sciences 2012; 5 (1): 35-41, http://thescipub.com/html/
10.3844/ajeassp.2012.35.41 (accessed 17 June 2014).
[5] Pankaj P., Better power generation from gas turbine along with improved heat rate,
International Conference–PowergenIntl 2000-Florida, Bangkok, ASME 2003-Atlanta,
http://www.energymanagertraining.com/announcements/issue25/
winners_papers_Issue25/05_PankajKPatel.pdf (accessed 17 June 2014).
[6] Hosseini R, Beshkani A., Soltani M., Performance improvement of gas turbines of
Fars (Iran) combined cycle power plant by intake air cooling using a media evapora‐
tive cooler, Energy Conversion and Management 2007; 48: 1055–1064,
[7] Bagabir A., Khamaj J., Hassan A., Experimental and theoretical study of micro gas
turbine performance augmentation, Emirates Journal for Engineering Research 2011;
16 (2): 79-88, http://www.engg.uaeu.ac.ae/ejer/issues/V16/pdf_iss2_16/7%20Ahmed
%20Bagabir-22-22-F11_EXPERIMENTAL_Formatted%20_2__authors.pdf (accessed
22 June 2014).
The Influence of Inlet Air Cooling and Afterburning on Gas Turbine Cogeneration Groups Performance
http://dx.doi.org/10.5772/59002
51
[8] P. dos Santos, Andrade Cl., Zaparoli E., Comparison of different gas turbine inlet air
cooling methods, World Academy of Science, Engineering and Technology 2012; 6,
http://www.waset.org/publications/2686/comparison-of-different-gas-turbine-inlet-
air-cooling-methods.pdf (accessed 17 June 2014).
[9] Etminan V., Moghiman M., Bajestan E., Boghrati M., Performance improvement of
simple cycle gas turbine by using fogging system as intake air cooling system, http://
www.google.ro/url?
sa=t&rct=j&q=&esrc=s&source=web&cd=95&ved=0CGMQFjAEOFo&url=http%3A
%2F%2Fprofdoc.um.ac.ir%2Farticles%2Fa%2F102366.doc&ei=lTpaU7KUFeOI7Abs‐
jYHQDQ&usg=AFQjCNHCYaE5k7lhoIXTYF2D03ETtWw-ww (accessed 17 June
2014).
[10] Espanani1 R., Ebrahimi S., Ziaeimoghadam H., Efficiency Improvement Methods of
Gas Turbine, Energy and Environmental Engineering 2013; 1(2): 36-54, 2013 DOI:
10.13189/eee.2013.010202, http://www.hrpub.org/download/201309/eee.
2013.010202.pdf (accessed 17 June 2014).
[11] Gopinath V., Navaneethakrishnan G., Performance Evaluation of Gas Turbine by Re‐
ducing the Inlet Air Temperature, International Journal of Technology Enhancements
and Emerging Engineering Research 2013; 1 (1): 20-24, http://www.ijteee.org/final-
print/aug2013/Performance-Evaluation-Of-Gas-Turbine-By-Reducing-The-Inlet-Air-
Temperature.pdf (accessed 20 June 2014).
[12] Al-Doori W., Parametric Performance of Gas Turbine Power Plant with Effect Inter‐
cooler, Modern Applied Science 2011, 5 (3): 173-184
[13] Kyprianidis K., Future Aero Engine Design: An Evolving Vision, Advances in Gas
Turbine Technology, Dr. Ernesto Benini (Ed.), InTech, 2011, ISBN: 978-953-307-611-9,
DOI: 10.5772/19994. Available from: http://cdn.intechopen.com/pdfs-wm/22893.pdf
(accessed 27 June 2014).
[14] Barbu E., Vilag V., Popescu J., Ionescu S., Ionescu A., Petcu R., Cuciumita C., Cretu
M., Vilcu C., Prisecaru T, Afterburning Installation Integration into a Cogeneration
Power Plant with Gas Turbine by Numerical and Experimental Analysis, Advances
in Gas Turbine Technology, Dr. Ernesto Benini (Ed.), InTech, 2011, ISBN:
978-953-307-611-9, DOI: 10.5772/19994. Available from: http://www.intechopen.com/
books/advances-in-gas-turbine-technology/afterburning-installation-integration-into-
a-cogeneration-power-plant-with-gas-turbine-by-numerical-(accessed 17 June 2014).
[15] Barbu E., Petcu R., Vilag V., Silivestru V., Prisecaru T., Popescu J., Cuciumita C., To‐
mescu S., Gas Turbine Cogeneration Groups Flexibility to Classical and Alternative
Gaseous Fuels Combustion, Progress in Gas Turbine Performance, Dr. Ernesto Benini
(Ed.), InTech, 2013, ISBN: 978-953-51-1166-5, Available from: http://www.intechop‐
en.com/books/progress-in-gas-turbine-performance/gas-turbine-cogeneration-
groups-flexibility-to-classical-and-alternative-gaseous-fuels-combustion (accessed 17
June 2014).
Gas Turbines - Materials, Modeling and Performance52
[16] Motahar S., Alemrajabi A., Performance augmentation of an aero-engine gas turbine
using steam injection, International Conference on Energy and Environment 2006
(ICEE 2006), http://www.iasj.net/iasj?func=fulltext&aId=57646 (accessed 27 June
2014).
[17] Tyagi K., Khan M., Effect of gas turbine exhaust temperature, stack temperature and
ambient temperature on overall efficiency of combine cycle power plant, Internation‐
al Journal of Engineering and Technology 2010; 2 (6): 427-429, http://www.enggjour‐
nals.com/ijet/docs/IJET10-02-06-18.pdf (accessed 17 June 2014).
[18] Begovic M., Maintaining declared performance in gas turbines during increased am‐
bient temperatures, Energija 2009; 58 (2): 192-207.
[19] Kurz R., Gas turbine performance, Procedings of the thirthy-fourth turbomachinery
Symposium, 2005, 131-146, http://turbolab.tamu.edu/proc/turboproc/T34/t34-14.pdf
(accessed 17 June 2014).
[20] Pavri R., Moore G., Gas turbine emissions and control, http://site.ge-energy.com/
prod_serv/products/tech_docs/en/downloads/ger4211.pdf (accessed 27 June 2014).
[21] Homji C., Mee Th., Gas turbine power augmentation by fogging of inlet air, http://
turbolab.tamu.edu/proc/turboproc/T28/Vol28010.pdf (accessed 27 June 2014).
[22] Kumar P., Krishna A., Raju G., Comparative Analysis on Performance of a Gas Tur‐
bine Power Plant with a Spray Cooler, International Journal of scientific research and
management (IJSRM) 2013; 1 (7): 354-358.
[23] Ionel I., Ungureanu C., Popescu F. Analiza nivelului de emisii poluante prin schim‐
barea combustibilui la cuptoarele de tratament termic. http://www.tehnicainstalatii‐
lor.ro/articole/images/nr12_76-82.pdf (accessed June 14, 2014).
[24] 24. Al-dawoodi M., Theoretical study for the effect of different fuels on the perfo‐
mance of open gas turbine power plant, http://www.google.ro/url?
sa=t&rct=j&q=&esrc=s&source=web&cd=119&ved=0ciybebywcdhu&url=http%3a%2f
%2fwww.uobabylon.edu.iq%2fpublications%2fapplied_edition4%2fpa‐
per_ed4_32.doc&ei=3unau5halir07abm_yh4aq&usg=afqjcnho5qxa‐
ni118jnp9p733fwu7ki5uq (accessed 17 June 2014).
[25] Anderson L., Gas turbine design for cogeneration balancing efficiency and reliability
for maximum economy, http://www.gasnet.com.br/conteudo/11938/Gas-turbine-de‐
sign-for-cogeneration-balancing-efficiency-and-reliability-for-maximum-economy
(accessed 27 June 2014).
[26] Brun K., Kurz R., Gas turbine life limiting rffects on inlet and interstage water injec‐
tion, Procedings of the thirthy-fourth turbomachinery Symposium 2005, 45-52, http://
turbolab.tamu.edu/proc/turboproc/T34/t34-06.pdf (accessed 27 June 2014).
[27] Ibrahim Th., Rahman M., Alla A., Study on the effective parameter of gas turbine
model with intercooled compression process, Scientific Research and Essays 2010;
The Influence of Inlet Air Cooling and Afterburning on Gas Turbine Cogeneration Groups Performance
http://dx.doi.org/10.5772/59002
53
5(23): 3760-3770, http://www.academicjournals.org/article/article1380620575_Ibrahim
%20et%20al.pdf (accessed 27 June 2014).
[28] Dharap A., Ghanwat A., Inlet Air cooling for Gas turbines, Air Conditioning and Re‐
frigeration Journal, October-December 1999, http://www.ishrae.in/journals/1999oct/
article01.html (accessed 27 June 2014).
[29] Suryan1 A. et all., Experimental investigations on impaction pin nozzles for inlet fog‐
ging system, Journal of Mechanical Science and Technology 2011; 25 (4): 839-845.
[30] Makky A., Spray modeling tutorial using ANSYS-CFX, 2012, http://
www2.warwick.ac.uk/fac/sci/eng/study/pg/students/esrhaw/spray_model‐
ling_using_ansys.pdf (accessed 27 June 2014).
[31] Wilson C.D., Riggins D.W. Performance characterization of turboshaft engines: work
potential and second-law analysis. American Helicopter Society 58th Annual Forum.
Montreal, Canada, June 11-13. 2002.
[32] Boyce M. P., Gas Turbine Engineering Handbook, Fourth Ed., Butterworth-Heine‐
mann, 2012, ISBN 978-0-12-383842-1.
[33] Pimsner V., Maşini cu palete (Bladed machines). Ed. Tehnică, Bucharest, 1988.
[34] Carlanescu C., Manea I., Ion C., Sterie St. (1998). Turbomotoare – Fenomenologia
producerii si controlul noxelor, Editura Academiei Tehnice Militare, Bucuresti
[35] Fagbenle R., (2010). Exergy and Environmental Considerations in Gas Turbine Tech‐
nology and Applications, Gas Turbines, Gurrappa Injeti (Ed.), ISBN:
978-953-307-146-6, InTech, DOI: 10.5772/10206. Available from: http://www.intechop‐
en.com/books/gas-turbines/exergy-and-environmental-considerations-in-gas-tur‐
bine-technology-and-applications (accessed 27 June 2014).
[36] Caresana F, et all, (2010). Micro Gas Turbines, Gas Turbines, Gurrappa Injeti (Ed.),
ISBN: 978-953-307-146-6, InTech, DOI: 10.5772/10211. Available from: http://
www.intechopen.com/books/gas-turbines/micro-gas-turbines-mgts-(accessed 27 June
2014).
[37] Henkel N, Schmid E., Gobrecht E., Operational flexibility enhancements of combined
cycle power plants, 2007, https://www.cee.siemens.com/web/ua/ru/production_ener‐
gy/Documents/Service_Operational%20Flexibility%20Enhancements%20of%20Com‐
bined%20Cycle%20Power%20Plants.pdf (accessed 27 June 2014).
[38] Barbu E., Fetea G., Petcu R., Vilag V., Dragasanu L., Afterburning installation of 2xST
18 cogeneration power plant – investigations on combustion and NOx emissions,
Chemical Engineering Transactions 2013; 34: 37-42, DOI:10.3303/CET1334007, 2013.
Gas Turbines - Materials, Modeling and Performance54
